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Application HVAC

Problem
The original fan was showing signs of failure, as cracks and fissures began 
to appear around the hub. 

Solution
Before failure occurred, SPX Cooling Technologies expedited a Marley X7 fan to 
replace the original fan, preventing mechanical and structural damage.   

Results The customer’s tower was returned to operating order.

Contact your Marley representative to identify parts for other manufacturers’ towers: spxcooling.com/replocator
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